
查詢單位: 查詢期間: 2021/07/01 ~ 2022/06/30

檢項/處理單元 混合後清水水質 配水系統水質 分水井 快混池1 膠羽池1 沉澱池1 快濾池1 清水池1

總微囊藻毒 100% (8/8) - - - - - - -

pH 100% (12/12) 100% (45/45) 100% (491/491) - - 100% (246/246) 100% (246/246) 100% (492/492)

自由餘氯 100% (12/12) 100% (46/46) - - - 100% (244/244) 100% (245/245) 100% (490/490)

柱孢藻毒 100% (8/8) - - - - - - -

大腸桿菌群 100% (4/4) 100% (49/49) 100% (45/45) - - - - 100% (45/45)

總菌落數 100% (4/4) 100% (47/47) - - - - - -

糞便性大腸桿菌群 100% (4/4) - - - - - - -

大腸桿菌 100% (2/2) - - - - - - -

甲基第三丁基醚 100% (4/4) - - - - - - -

1,1,1-三氯乙烷 100% (4/4) - - - - - - -

1,1-二氯乙烯 100% (4/4) - - - - - - -

1,2-二氯乙烷 100% (4/4) - - - - - - -

1,4-二氯苯 100% (4/4) - - - - - - -

一溴二氯甲烷 100% (4/4) - - - - - - -

二溴一氯甲烷 100% (4/4) - - - - - - -

三氯乙稀 100% (4/4) - - - - - - -

三氯甲烷 100% (4/4) - - - - - - -

三溴甲烷 100% (4/4) - - - - - - -

四氯化碳 100% (4/4) - - - - - - -

色度 100% (4/4) 100% (27/27) 100% (492/492) - - 100% (246/246) 100% (246/246) 100% (492/492)

亞硝酸鹽氮 100% (4/4) - - - - - - -

氟鹽 100% (4/4) - - - - - - -

苯 100% (4/4) - - - - - - -

砷 100% (4/4) 100% (2/2) - - - - - -

臭度 100% (4/4) 100% (29/29) 100% (486/486) - - 100% (246/246) 100% (246/246) 100% (489/489)

氫碳酸 100% (4/4) - - - - - - -

硫酸鹽 100% (4/4) - - - - - - -

硒 100% (4/4) 100% (2/2) - - - - - -

氯乙烯 100% (4/4) - - - - - - -

氯鹽 100% (4/4) - - - - - - -

寶山廠寶山三期

數據統計報表-清水超內控合格率
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查詢單位: 查詢期間: 2021/07/01 ~ 2022/06/30

檢項/處理單元 混合後清水水質 配水系統水質 分水井 快混池1 膠羽池1 沉澱池1 快濾池1 清水池1

寶山廠寶山三期

數據統計報表-清水超內控合格率

氨氮 100% (4/4) - 100% (49/49) - - - - 100% (46/46)

游離碳酸 100% (4/4) - - - - - - -

硝酸鹽氮 100% (4/4) - - - - - - -

鉛 100% (4/4) 100% (2/2) - - - - - -

銀 100% (4/4) 100% (2/2) - - - - - -

銅 100% (4/4) 100% (2/2) - - - - - -

鉻 100% (4/4) 100% (2/2) - - - - - -

鋅 100% (4/4) 100% (2/2) - - - - - -

銻 100% (4/4) 100% (2/2) - - - - - -

鋁 100% (4/4) - 100% (49/49) - - 100% (49/49) 100% (49/49) 100% (49/49)

鋇 100% (4/4) 100% (2/2) - - - - - -

導電度 100% (4/4) - - - - - - -

濁度 100% (4/4) 100% (42/42) 100% (492/492) - - 100% (246/246) 100% (246/246) 100% (492/492)

錳 100% (4/4) - 100% (49/49) - - 100% (49/49) 100% (49/49) 100% (49/49)

總三鹵甲烷 100% (4/4) - - - - - - -

總硬度 100% (4/4) - - - - - - -

總溶解固體量 100% (4/4) - - - - - - -

鎳 100% (4/4) 100% (2/2) - - - - - -

鎘 100% (4/4) 100% (2/2) - - - - - -

鐵 100% (4/4) - 100% (49/49) - - 100% (49/49) 100% (49/49) 100% (49/49)

總鹼度 100% (4/4) - - - - - - -

汞 100% (4/4) 100% (2/2) - - - - - -

氯苯 100% (4/4) - - - - - - -

銦 100% (4/4) 100% (2/2) - - - - - -

鉬 100% (4/4) 100% (2/2) - - - - - -

二甲苯 100% (4/4) - - - - - - -

二氯二氟甲烷 100% (4/4) - - - - - - -

氯甲烷 100% (4/4) - - - - - - -

溴甲烷 100% (4/4) - - - - - - -

氯乙烷 100% (4/4) - - - - - - -
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查詢單位: 查詢期間: 2021/07/01 ~ 2022/06/30

檢項/處理單元 混合後清水水質 配水系統水質 分水井 快混池1 膠羽池1 沉澱池1 快濾池1 清水池1

寶山廠寶山三期

數據統計報表-清水超內控合格率

三氯一氟甲烷 100% (4/4) - - - - - - -

二氯甲烷 100% (4/4) - - - - - - -

反-1,2-二氯乙烯 100% (4/4) - - - - - - -

順-1,2-二氯乙烯 100% (4/4) - - - - - - -

2,2-二氯丙烷 100% (4/4) - - - - - - -

溴氯甲烷 100% (4/4) - - - - - - -

1,1-二氯丙烯 100% (4/4) - - - - - - -

1,1-二氯乙烷 100% (4/4) - - - - - - -

1,2-二氯丙烷 100% (4/4) - - - - - - -

二溴甲烷 100% (4/4) - - - - - - -

順-1,3-二氯丙烯 100% (4/4) - - - - - - -

反-1,3-二氯丙烯 100% (4/4) - - - - - - -

1,1,2-三氯乙烷 100% (4/4) - - - - - - -

1,3-二氯丙烷 100% (4/4) - - - - - - -

四氯乙烯 100% (4/4) - - - - - - -

1,2-二溴乙烷 100% (4/4) - - - - - - -

1,1,1,2-四氯乙烷 100% (4/4) - - - - - - -

1,1,2,2-四氯乙烷 100% (4/4) - - - - - - -

1,2,3-三氯丙烷 100% (4/4) - - - - - - -

溴苯 100% (4/4) - - - - - - -

2-氯甲苯 100% (4/4) - - - - - - -

1,2-二溴-3-氯丙烷 100% (4/4) - - - - - - -

1,2,4-三氯苯 100% (4/4) - - - - - - -

六氯丁二烯 100% (4/4) - - - - - - -

1,2,3-三氯苯 100% (4/4) - - - - - - -

甲苯 100% (4/4) - - - - - - -

乙基苯 100% (4/4) - - - - - - -

間&對-二甲苯 100% (4/4) - - - - - - -

鄰-二甲苯 100% (4/4) - - - - - - -

苯乙烯 100% (4/4) - - - - - - -
製表                                        股長                                        廠所(主任)

第 3 頁，共 5 頁



查詢單位: 查詢期間: 2021/07/01 ~ 2022/06/30

檢項/處理單元 混合後清水水質 配水系統水質 分水井 快混池1 膠羽池1 沉澱池1 快濾池1 清水池1

寶山廠寶山三期

數據統計報表-清水超內控合格率

異丙基苯 100% (4/4) - - - - - - -

正丙基苯 100% (4/4) - - - - - - -

1,3,5-三甲基苯 100% (4/4) - - - - - - -

4-氯甲苯 100% (4/4) - - - - - - -

第三丁基苯 100% (4/4) - - - - - - -

1,2,4-三甲基苯 100% (4/4) - - - - - - -

第二丁基苯 100% (4/4) - - - - - - -

對-異丙基甲苯 100% (4/4) - - - - - - -

間-二氯苯 100% (4/4) - - - - - - -

正丁基苯 100% (4/4) - - - - - - -

鄰-二氯苯 100% (4/4) - - - - - - -

奈 100% (4/4) - - - - - - -

Geosmin 100% (4/4) - - - - - - -

2-MIB 100% (4/4) - - - - - - -

一品松 100% (2/2) - - - - - - -

大利松 100% (2/2) - - - - - - -

巴拉刈 100% (2/2) - - - - - - -

巴拉松 100% (2/2) - - - - - - -

安殺番Ι 100% (2/2) - - - - - - -

安殺番Ⅱ 100% (2/2) - - - - - - -

亞素靈 100% (2/2) - - - - - - -

陰離子界面活性劑 100% (2/2) - - - - - - -

酚 100% (2/2) - - - - - - -

氰鹽 100% (2/2) - - - - - - -

達馬松 100% (2/2) - - - - - - -

靈丹 100% (2/2) - - - - - - -

丁基拉草 100% (2/2) - - - - - - -

二、四-地 100% (1/1) - - - - - - -

納乃得 100% (2/2) - - - - - - -

加保扶 100% (2/2) - - - - - - -
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查詢單位: 查詢期間: 2021/07/01 ~ 2022/06/30

檢項/處理單元 混合後清水水質 配水系統水質 分水井 快混池1 膠羽池1 沉澱池1 快濾池1 清水池1

寶山廠寶山三期

數據統計報表-清水超內控合格率

滅必蝨 100% (2/2) - - - - - - -

溴酸鹽 100% (2/2) - - - - - - -

安殺番 100% (2/2) - - - - - - -

一氯乙酸 100% (2/2) - - - - - - -

二氯乙酸 100% (2/2) - - - - - - -

三氯乙酸 100% (2/2) - - - - - - -

一溴乙酸 100% (2/2) - - - - - - -

鄰苯二甲酸二辛酯(DOP) 100% (2/2) - - - - - - -

鄰苯二甲酸二甲酯(DMP) 100% (2/2) - - - - - - -

鄰苯二甲酸二乙酯(DEP) 100% (2/2) - - - - - - -

鄰苯二甲酸二丁酯(DBP) 100% (2/2) - - - - - - -

鄰苯二甲酸丁苯酯(BBP) 100% (2/2) - - - - - - -

壬基酚 100% (2/2) - - - - - - -

鄰苯二甲酸乙己酯(DEHP) 100% (2/2) - - - - - - -

雙酚A 100% (2/2) - - - - - - -

陶斯松 100% (2/2) - - - - - - -

大滅松 100% (2/2) - - - - - - -

福瑞松 100% (2/2) - - - - - - -

托福松 100% (2/2) - - - - - - -

二溴乙酸 100% (1/1) - - - - - - -

一溴一氯乙酸 100% (1/1) - - - - - - -

鹵乙酸 100% (1/1) - - - - - - -
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